Flammable and Combustible Liquid Storage Tanks

Tanks must meet one of the following standards: API 12B,
API 12D, API 12F, API 650, UL 58, UL 80, UL 142 or UL
2085. Tanks must be listed and labeled for the product which
will be stored. Physical protection, such as bollards, is
required. Vents for the tanks must conform to NFPA 30:2-3.5
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